**Fire Log**

<table>
<thead>
<tr>
<th>Date &amp; Time Occurred</th>
<th>General Location</th>
<th>Nature of the Fire</th>
<th>Comment</th>
</tr>
</thead>
<tbody>
<tr>
<td>2/24/10 1930</td>
<td>Dorm-Commonwealth Hall</td>
<td>Unintentional—Heating equipment</td>
<td>Small fire caused by books being placed in a black zipper bag that contained a heater to treat bed bugs.</td>
</tr>
<tr>
<td>3/23/10 1044</td>
<td>AS&amp;T</td>
<td>Unintentional—smoking materials</td>
<td>Report of a trash can on fire in front of AS&amp;T; fire extinguished; fire department responded and cleared the scene.</td>
</tr>
<tr>
<td>5/05/10 1400 to 05/06/10 1400</td>
<td>Student Union – 1st Floor of Men’s restroom</td>
<td>Intentional</td>
<td>Unknown person set several sheets of toilet paper on fire. The burned paper was thrown on the floor inside the stall and extinguished on its own.</td>
</tr>
<tr>
<td>6/02/10 1307</td>
<td>Welcome Ctr Garage</td>
<td>Unintentional—other</td>
<td>Parked vehicle was smoking under hood from radiator.</td>
</tr>
<tr>
<td>8/27/10 1603</td>
<td>Outside of University Center</td>
<td>Unintentional—smoking materials</td>
<td>Report of trash can smoldering; officer advised there was a cigarette in the trash that was already extinguished upon arrival; fire department responded.</td>
</tr>
<tr>
<td>9/07/10 1605</td>
<td>Welcome Ctr Garage</td>
<td>Unintentional—smoking materials</td>
<td>Report of trash can smoldering; fire caused by lit cigarette being thrown in trash can; fire department responded.</td>
</tr>
<tr>
<td>11/08/10 1903</td>
<td>Welcome Ctr Garage</td>
<td>Unintentional—machinery</td>
<td>Vehicle caught on fire; fire department responded.</td>
</tr>
<tr>
<td>12/09/10 1946</td>
<td>Natural Science Ctr</td>
<td>Intentional</td>
<td>Subject used his shirt and some loose paper to start a fire in the sink of a handicap stall in the men’s restroom; fire extinguisher was used to put the fire out; fire department responded and cleared the scene; subject arrested and transported to Campbell Co. jail.</td>
</tr>
</tbody>
</table>

**Fire/Smoke/Sprinkler Alarm Log**

**December 2010**

Report #: 2010-00571  
Reported: 12/09/10 1946  
Occurred: 12/09/10 1940 to 1946  
Incident: Arson  
Location: Natural Science Center  
Disposition: Arrest—Closed  
Comments: Subject used his shirt and some loose paper to start a fire in the sink of a handicap stall in the men’s restroom; fire extinguisher was used to put the fire out; fire department responded and cleared the scene; subject arrested and transported to Campbell County jail.
2010 Daily Fire Log

CAD #: 2010-12-03-09587
Reported: 12/03/10  2028
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Lucas Administrative Center
Comments: Alarm activation caused by pull station; power plant advised that it was a false alarm; fire department responded and cleared the scene.

November 2010

CAD #: 2010-11-24-09386
Reported: 11/24/10  2343
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—University Suites
Comments: Alarm activation caused by flat iron and hair product; fire department responded and cleared the scene.

CAD #: 2010-11-17-09181
Reported: 11/17/10  0656
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Ceramics and Sculpture
Comments: Alarm activation caused by pull station; power plant informed dispatch that the alarm was false; fire department responded and cleared the scene.

CAD #: 2010-11-14-09126
Reported: 11/14/10  2108
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Bank of Kentucky Center
Comments: Alarm activation caused by overcooked popcorn; fire department responded and cleared the scene.

CAD #: 2010-11-14-09118
Reported: 11/14/10  1308
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Bank of Kentucky Center
Comments: Alarm activation; fire department responded and cleared the scene.

Report #: 2010-00507
Reported: 11/8/10  1903
Occurred: Same
Incident: Fire—Motor Vehicle
Location: Welcome Center Garage
Disposition: Report—Closed
Comments: Vehicle caught on fire; fire department responded and cleared the scene.

October 2010
<table>
<thead>
<tr>
<th>CAD #:</th>
<th>2010-10-30-08699</th>
</tr>
</thead>
<tbody>
<tr>
<td>Reported:</td>
<td>10/30/10 2029</td>
</tr>
<tr>
<td>Occurred:</td>
<td>Same</td>
</tr>
<tr>
<td>Incident:</td>
<td>Fire/Smoke/Sprinkler Alarm</td>
</tr>
<tr>
<td>Location:</td>
<td>Fine Arts Building</td>
</tr>
<tr>
<td>Comments:</td>
<td>Alarm activation caused by fog machine being utilized during performance; fire department responded and cleared the scene.</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>CAD #:</th>
<th>2010-10-26-08583</th>
</tr>
</thead>
<tbody>
<tr>
<td>Reported:</td>
<td>10/26/10 1950</td>
</tr>
<tr>
<td>Occurred:</td>
<td>Same</td>
</tr>
<tr>
<td>Incident:</td>
<td>Fire/Smoke/Sprinkler Alarm</td>
</tr>
<tr>
<td>Location:</td>
<td>Dorm—Callahan Hall</td>
</tr>
<tr>
<td>Comments:</td>
<td>Alarm activation caused by bread burning while baking; fire department responded and cleared the scene.</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>CAD #:</th>
<th>2010-10-21-08435</th>
</tr>
</thead>
<tbody>
<tr>
<td>Reported:</td>
<td>10/21/10 1248</td>
</tr>
<tr>
<td>Occurred:</td>
<td>Same</td>
</tr>
<tr>
<td>Incident:</td>
<td>Fire/Smoke/Sprinkler Alarm</td>
</tr>
<tr>
<td>Location:</td>
<td>Steely Library</td>
</tr>
<tr>
<td>Comments:</td>
<td>Alarm activation caused by elevator equipment malfunction; fire department responded and cleared the scene.</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>CAD #:</th>
<th>2010-10-18-08363</th>
</tr>
</thead>
<tbody>
<tr>
<td>Reported:</td>
<td>10/18/10 1537</td>
</tr>
<tr>
<td>Occurred:</td>
<td>Same</td>
</tr>
<tr>
<td>Incident:</td>
<td>Fire/Smoke/Sprinkler Alarm</td>
</tr>
<tr>
<td>Location:</td>
<td>Student Union</td>
</tr>
<tr>
<td>Comments:</td>
<td>Alarm activation caused by contractors fogging for insects.</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>CAD #:</th>
<th>2010-10-17-08359</th>
</tr>
</thead>
<tbody>
<tr>
<td>Reported:</td>
<td>10/18/10 0054</td>
</tr>
<tr>
<td>Occurred:</td>
<td>Same</td>
</tr>
<tr>
<td>Incident:</td>
<td>Fire/Smoke/Sprinkler Alarm</td>
</tr>
<tr>
<td>Location:</td>
<td>Ceramics and Sculpture</td>
</tr>
<tr>
<td>Comments:</td>
<td>Alarm activation caused by system malfunction; fire department responded and cleared the scene.</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>CAD #:</th>
<th>2010-10-15-08264</th>
</tr>
</thead>
<tbody>
<tr>
<td>Reported:</td>
<td>10/15/10 1830</td>
</tr>
<tr>
<td>Occurred:</td>
<td>Same</td>
</tr>
<tr>
<td>Incident:</td>
<td>Fire/Smoke/Sprinkler Alarm</td>
</tr>
<tr>
<td>Location:</td>
<td>Dorm—Callahan Hall</td>
</tr>
<tr>
<td>Comments:</td>
<td>Alarm activation caused by faulty equipment; fire department responded and cleared the scene.</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>CAD #:</th>
<th>2010-10-11-08147</th>
</tr>
</thead>
<tbody>
<tr>
<td>Reported:</td>
<td>10/11/10 0859</td>
</tr>
<tr>
<td>Occurred:</td>
<td>Same</td>
</tr>
</tbody>
</table>
Incident: Fire/Smoke/Sprinkler Alarm  
Location: Dorm—University Suites  
Comments: Alarm activation caused by hot curling iron and hair product being used; fire department responded and cleared the scene.

CAD #: 2010-10-03-07939  
Reported: 10/03/10 1830  
Occurred: Same  
Incident: Fire/Smoke/Sprinkler Alarm  
Location: Dorm—University Suites  
Comments: Alarm activation caused by steam from a shower; fire department responded and cleared the scene.

CAD #: 2010-10-02-07914  
Reported: 10/03/10 0014  
Occurred: Same  
Incident: Fire/Smoke/Sprinkler Alarm  
Location: Bank of Kentucky Center  
Comments: Alarm activation caused by faulty alarm; fire department responded and cleared the scene.

September 2010

Report #: 2010-00422  
Reported: 09/27/10 2059  
Occurred: 09/27/10 2057  
Incident: Disorderly Conduct  
Location: Dorm—Callahan Hall  
Disposition: Report—Open  
Comments: Subject pulled the pull station fire alarm at the main entrance; fire department responded; no fire.

Report #: 2010-00403  
Reported: 09/22/10 2216  
Occurred: Same  
Incident: Fire/Smoke/Sprinkler Alarm  
Location: Dorm—University Suites  
Disposition: Report—Closed  
Comments: Smoke alarm activation caused by plastic lid that had melted on heating coil in dishwasher.

CAD #: 2010-09-17-07487  
Reported: 09/17/10 2015  
Occurred: Same  
Incident: Fire/Smoke/Sprinkler Alarm  
Location: Bank of Kentucky Center
Comments: Alarm activation caused during event performance; fire department already on scene.

CAD #: 2010-09-17-07483
Reported: 09/17/10 1719
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Woodcrest (Willow)
Comments: Fire alarm activation caused by subject who accidentally set off the pull station alarm; fire department responded and cleared the scene.

Report #: 2010-00378
Reported: 09/14/10 2353
Occurred: Same
Incident: Smoke
Location: Norse Commons
Disposition: Report—Closed
Comments: Smoke caused by belt melting in motor on roof; fire department responded.

CAD #: 2010-09-07-07241
Reported: 09/07/10 1605
Occurred: 09/07/10 1604
Incident: Fire—Trash Can
Location: Welcome Center Garage
Comments: Report of trash can smoldering; fire caused by lit cigarette being thrown in trash can; fire department responded.

August 2010

CAD #: 2010-08-27-06932
Reported: 08/27/10 1603
Occurred: Same
Incident: Fire—Trash Can
Location: Outside of University Center
Comments: Report of trash can smoldering; officer advised there was a cigarette in the trash can that was already extinguished upon arrival; fire department responded.

CAD #: 2010-08-23-06791
Reported: 08/23/10 0750
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Business Education Psychology Center
Comments: Alarm activation caused by system malfunction.
CAD #: 2010-08-22-06768
Reported: 08/22/10 1558
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Business Education Psychology Center
Comments: Sprinkler alarm activation caused by unknown cause; fire department responded and cleared the scene.

CAD #: 2010-08-22-06767
Reported: 08/22/10 1508
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Business Education Psychology Center
Comments: Sprinkler alarm activation caused by unknown cause; fire department responded and cleared the scene.

CAD #: 2010-08-15-06572
Reported: 08/15/10 1439
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Commonwealth (Goldenrod)
Comments: Smoke alarm was activated in room due to a faulty detector.

CAD #: 2010-08-12-06480
Reported: 08/12/10 1204
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Callahan Hall
Comments: Alarm activation caused by spray paint; fire department responded and cleared the scene.

CAD #: 2010-08-10-06436
Reported: 08/10/10 1058
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Ceramics and Sculpture
Comments: Alarm activated and reset itself; power plant was informed.

CAD #: 2010-08-01-06224
Reported: 08/01/10 1636
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—University Suites
Comments: Smoke alarm activation caused by overcooked popcorn.
**July 2010**

CAD #: 2010-07-25-06060
Reported: 07/25/10 0127
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Bank of Kentucky Center
Comments: Alarm activation caused by system module malfunction; fire department responded and cleared the scene.

CAD #: 2010-07-24-06058
Reported: 07/25/10 0003
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Bank of Kentucky Center
Comments: Alarm activation caused by system malfunction; fire department responded and cleared the scene.

CAD #: 2010-07-20-05963
Reported: 07/20/10 1809
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Ceramics and Sculpture
Comments: Trouble alarm caused by fault data card; reset itself.

CAD #: 2010-07-14-05851
Reported: 07/14/10 1112
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Commonwealth Hall
Comments: Fire alarm activation caused by workers in the area; fire department responded and cleared the scene.

CAD #: 2010-07-12-05821
Reported: 07/12/10 1305
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Callahan Hall
Comments: Fire alarm activation caused by workers in the area; fire department responded and cleared the scene.

CAD #: 2010-07-12-05816
Reported: 07/12/10 0844
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Bank of Kentucky Center
Comments: Alarm activated and reset itself; fire department did not need to be contacted.
2010 Daily Fire Log

2010 Daily Fire Log

CAD #: 2010-07-11-05810
Reported: 07/11/10 1955
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Business Education Psychology Center
Comments: Sprinkler alarm activation caused by faulty system.

June 2010

CAD #: 2010-06-26-05469
Reported: 06/26/10 1655
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Business Education Psychology Center
Comments: Sprinkler alarm activation caused by faulty valve.

CAD #: 2010-06-26-05458
Reported: 06/26/10 0718
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Business Education Psychology Center
Comments: Alarm activation caused by air in the line; tenant panicked when the first alarm went off and pulled a pull station.

CAD #: 2010-06-16-05271
Reported: 06/16/10 1252
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: University Suites
Comments: Alarm activation caused by workers sanding in the area.

CAD #: 2010-06-15-05257
Reported: 06/15/10 1659
Occurred: Same
Incident: Fire/Smoke/Sprinker Alarm
Location: Ceramics and Sculpture Building
Comments: Alarm activation caused by malfunction with pull station; fire department did not need to respond.

CAD #: 2010-06-12-05165
Reported: 06/12/10 0224
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Science Center
Comments: Smoke alarm activation caused by unknown cause; fire department responded and cleared the scene.
CAD #: 2010-06-12-05161
Reported: 06/12/10 0829
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Bank of Kentucky Center
Comments: Smoke alarm activation; fire department responded and cleared the scene.

CAD #: 2010-06-12-05160
Reported: 06/12/10 0820
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Lucas Administrative Center
Comments: Alarm activations caused by exhaust fan; fire department responded and cleared the scene.

CAD #: 2010-06-06-05066
Reported: 06/02/10 1307
Occurred: Same
Incident: Vehicle Fire
Location: Welcome Center Garage
Comments: Parked vehicle was smoking under hood from radiator.

Report #: 2010-00247
CAD #: 2010-06-02-04995
Reported: 06/02/10 0107
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Dorms—Woodcrest Apartments
Comments: Alarm activated by unknown cause; fire department responded and cleared the scene.

May 2010

CAD #: 2010-05-26-04859
Reported: 05/26/10 1313
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Lucas Administrative Center
Comments: Fire alarm activation from panel alarm; alarm was reset.

CAD #: 2010-05-17-04740
Reported: 05/17/10 2333
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Welcome Center
Comments: Alarm activation; officer responded and cleared the scene.

CAD #: 2010-05-09-04575
2010 Daily Fire Log

Reported: 05/09/10  0247
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Ceramic and Sculpture Building
Comments: Alarm activation; fire department responded and cleared the scene.

Report #: 2010-00233
Reported: 05/06/10  1349
Occurred: 05/05/10  1400 to 05/06/10  1400
Incident: Arson
Location: Student Union – 1st floor of Men’s Restroom
Disposition: Report—Open
Comments: Unknown person set several sheets of toilet paper on fire. The burned paper was thrown on the floor inside the stall and extinguished on its own.

CAD #: 2010-05-01-04384
Reported: 05/01/10  1124
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Dorm—Commonwealth Hall
Comments: Fire alarm activation; fire department responded and cleared the scene.

April 2010

CAD #: 2010-04-28-04288
Reported: 04/28/10  0845
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Dorm—University Suites
Comments: Alarm activation; fire department responded and cleared the scene.

CAD #: 2010-04-02-03608
Reported: 04/02/10  1233
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Dorm—Commonwealth Hall
Comments: Fire alarm activation; fire department responded and cleared the scene.

March 2010

Report #: 2010-00150
Reported: 03/23/10  1045
Occurred: 03/23/10  1044
Incident: Fire
Location: AS&T Building
Disposition: Report—Closed
Comments: Report of a trash can on fire in front of AS&T; fire extinguished; fire department responded and cleared the scene.
2010 Daily Fire Log

CAD #: 2010-03-20-03233  
Reported: 03/20/10 0928  
Occurred: Same  
Incident: Fire/Smoke Alarm  
Location: Nunn Hall  
Comments: Alarm activation; fire department responded and cleared the scene.

Report #: 2010-00116  
Reported: 03/04/10 1451  
Occurred: Same  
Incident: Fire/Smoke Alarm  
Location: Ceramics Building  
Disposition: Report—Closed  
Comments: Smoke alarm activation caused by subject welding; fire department responded and cleared the scene.

February 2010

Report #: 2010-00101
Reported: 02/24/10 1933
Occurred: 02/24/10 1930
Incident: Fire
Location: Dorm—Commonwealth Hall
Disposition: Report—Closed
Comments: Small fire caused from books being placed in a black zipper bag that contained a heater to treat bed bugs.

CAD #: 2010-00065
Reported: 02/10/10 2242
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Callahan Hall
Comments: Subject pulled fire pull station while doing a practical joke on another student; no fire; fire department responded and cleared the scene.

CAD #: 2010-02-11-02107
Reported: 02/11/10 0639
Occurred: Same
Incident: Fire/Smoke Alarm
Location: BEP
Comments: Fire alarm activation; cause may have been by custodian cleaning; fire department responded and cleared the scene.

January 2010

CAD #: 2010-01-05-00137
Reported: 01/06/10 0138
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Steely Library
Comments: Smoke alarm activation caused by short in the system; fire department responded and cleared the scene.

CAD #: 2010-01-05-00136
Reported: 01/06/10 0055
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Steely Library
Comments: Smoke alarm activation caused by short in the system; fire department responded and cleared the scene.

CAD #: 2010-01-05-00135
Reported: 01/06/10 0026
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Steely Library
Smoke alarm activation caused by short in the system; fire department responded and cleared the scene.

CAD #: 2010-01-02-00048
Reported: 01/02/10  0611
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Dept of Public Safety
Comments: Smoke alarm activation caused by malfunction of unit.

CAD #: 2010-01-01-00016
Reported: 01/01/10  1525
Occurred: Same
Incident: Fire/Smoke Alarm
Location: Dorm—Callahan Hall
Comments: Trouble Alarm