## Fire Log

<table>
<thead>
<tr>
<th>Report #</th>
<th>Date &amp; Time Occurred</th>
<th>General Location</th>
<th>Nature of the Fire</th>
<th>Comment</th>
</tr>
</thead>
<tbody>
<tr>
<td>2011-00080</td>
<td>02/10/2011 1726</td>
<td>Norse Commons Cafeteria</td>
<td>Unintentional – Cooking (Grease Fire)</td>
<td>Grease fire on grill; fire put out with fire extinguishers; fire department responded and cleared the scene; no injuries.</td>
</tr>
<tr>
<td>2011-00145</td>
<td>03/19/2011 1610</td>
<td>Service Drive between Albright Health Center and Bill Aker Baseball Complex</td>
<td>Unintentional—Cigarette</td>
<td>Small trash can fire caused by lit cigarette; fire department responded and extinguished fire with extinguisher; no injuries.</td>
</tr>
<tr>
<td>2011-00328</td>
<td>08/12/2011 2010 to 2206</td>
<td>Field behind Rental Property 526 Johns Hill Rd</td>
<td>Unintentional—Cigarette</td>
<td>Lit cigarette that was tossed caused several bales of hay to catch on fire; fire department responded; no injuries.</td>
</tr>
<tr>
<td>2011-00366</td>
<td>08/29/2011 1008</td>
<td>Outside in area of University Suites</td>
<td>Unintentional—Cigarette</td>
<td>Plastic cigarette disposal stand was damaged by accidental fire or heat generated by a lit cigarette; fire already extinguished; no injuries.</td>
</tr>
<tr>
<td>2011-00505</td>
<td>10/19/2011 0827</td>
<td>Welcome Ctr Parking Garage</td>
<td>Unintentional—Vehicle Fire</td>
<td>Engine compartment of parked vehicle caught on fire; no injuries.</td>
</tr>
<tr>
<td>2011-00577</td>
<td></td>
<td></td>
<td></td>
<td>Fire caused by homemade heating pad made of rice caught on fire in microwave; fire department responded and cleared the scene; no injuries.</td>
</tr>
</tbody>
</table>

### Fire/Smoke/Sprinkler Alarm Log

**November 2011**

- **CAD #:** 2011-00577
- **Reported:** 11/19/2011 1030
- **Occurred:** Same
- **Incident:** Fire/Smoke/Sprinkler Alarm
- **Location:** Housing—Commonwealth Hall
- **Comments:** Fire alarm activation caused by homemade heating pad of rice caught on fire in microwave; fire department responded and cleared the scene.
### 2011 Daily Fire Log

**CAD #:** 2011-00558  
**Reported:** 11/15/2011 1139  
**Occurred:** Same  
**Incident:** Fire/Smoke/Sprinkler Alarm  
**Location:** Housing—University Suites  
**Comments:** Smoke alarm activation caused by cooked food melting plastic container; fire department responded and cleared the scene.

#### October 2011

<table>
<thead>
<tr>
<th>Report #</th>
<th>Incidents Details</th>
</tr>
</thead>
</table>
| 2011-00523   | Report #: 2011-00523  
**Reported:** 10/30/2011 2056  
**Occurred:** Same  
**Incident:** Fire/Smoke/Sprinkler Alarms  
**Location:** Housing—University Suites  
**Disposition:** Report—Closed  
**Comments:** Alarm activation caused by straight flat iron burning hair. |
| 2011-00509   | Report #: 2011-00509  
**Reported:** 10/21/2011 0212  
**Occurred:** 10/21/2011 0211  
**Incident:** Fire/Smoke/Sprinkler Alarm  
**Location:** Ceramics and Sculpture  
**Disposition:** Report—Closed  
**Comments:** Alarm activation caused by smoke coming from smoldering wood chips outside of the building. |
| 2011-00505   | Report #: 2011-00505  
**Reported:** 10/19/2011 0827  
**Occurred:** Same  
**Incident:** Vehicle Fire  
**Location:** Welcome Center Garage  
**Disposition:** Report—Closed  
**Comments:** Engine compartment of parked vehicle was on fire; no injuries. |
| 2011-00496   | Report #: 2011-00496  
**Reported:** 10/11/2011 2048  
**Occurred:** 10/11/2011 2045  
**Incident:** Fire/Smoke/Sprinkler Alarm  
**Location:** Housing—University Suites  
**Disposition:** Report—Closed  
**Comments:** Alarm activation caused by overcooked macaroni and cheese in microwave. |
September 2011

Report #: 2011-00464
Reported: 09/28/2011 0317
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Housing—University Suites
Disposition: Report—Closed
Comments: Alarm activation caused by shower; fire department responded and cleared the scene.

Report #: 2011-00463
Reported: 09/27/2011 2147
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Housing—Callahan Hall
Disposition: Report—Closed
Comments: Alarm activation caused by hair being styled with hair product and straightener; fire department responded and cleared the scene.

Report #: 2011-00449
Reported: 09/23/2011 0102
Occurred: 09/23/2011 0100
Incident: Fire/Smoke/Sprinkler Alarm Activation
Location: Housing—Callahan Hall
Disposition: Report—Closed
Comments: Subject inadvertently set off fire alarm with her elbow while carrying groceries.

CAD #: 2011-09-20-08126
Reported: 09/20/2011 0348
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarms
Location: Ceramics and Sculpture
Comments: Alarm activation caused by system malfunction; fire department responded and cleared the scene.

CAD #: 2011-09-19-08109
Reported: 09/19/2011 1236
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarms
Location: Business Education Psychology Center
Comments: Alarm activation caused by unknown cause; fire department responded and cleared the scene.
Report #: 2011-00401
Reported: 09/11/2011  2103
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarms
Location: Housing—University Suites
Disposition: Report—Closed
Comments: Alarm activation caused by a bag of burnt popcorn; fire department responded and cleared the scene.

Report #: 2011-00395
Reported: 09/09/2011  0036
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarms
Location: Housing—University Suites
Disposition: Report—Closed
Comments: Alarm activation caused by burnt popcorn; fire department responded and cleared the scene.

CAD #: 2011-09-08-07676
Reported: 09/08/2011  0803
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Lucas Administrative Center
Comments: Waterflow alarm activated for unknown reason; fire department responded and cleared the scene.

CAD #: 2011-09-06-07632
Reported: 09/06/2011  2133
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Housing—Commonwealth Hall
Comments: RA mistakenly pulled fire alarm during fire drills.

CAD #: 2011-09-06-07590
Reported: 09/06/2011  0506
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: AS&T Building
Comments: Subject reported she smelled smoke, but didn’t see any fire; generator on dock was putting out smoke; fire department responded and cleared the scene.
August 2011

CAD #: 2011-08-29-07287
Reported: 08/29/2011 1433
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: University Suites
Comments: Alarm activation caused by steam from hot shower; fire department responded and cleared the scene.

Report #: 2011-00366
Reported: 08/29/2011 1008
Occurred: Same
Incident: Fire/Heat Damage (Non-Active)
Location: Housing—University Suites
Disposition: Report—Closed
Comments: Plastic cigarette disposal stand was damaged accidentally by fire or heat generated by cigarettes dropped inside the disposal stand combined with paper found inside of the stand.

CAD #: 2011-08-22-06957
Reported: 08/22/2011 0842
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Housing—Callahan Hall
Comments: Alarm activation caused in system malfunction; fire department responded and cleared the scene.

Report #: 2011-00328
Reported: 08/12/2011 2027
Occurred: 08/12/2011 2010 to 2206
Incident: Criminal Mischief
Location: Field behind 526 Johns Hill Road
Disposition: Report—Open
Comments: Lit cigarette believed to have caused several bales of hay to catch on fire; fire department responded and extinguished the fire; unintentional; no injuries.

CAD #: 2011-08-04-06373
Reported: 08/04/2011 1013
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Callahan Hall
Comments: Alarm activated by unknown cause; fire department responded and cleared the scene.
**July 2011**

CAD #: 2011-07-30-06213  
Reported: 07/30/2011 1446  
Occurred: Same  
Incident: Odor Complaint  
Location: Power Plant  
Comments: Caller advised there was a bad odor in the area; fire department responded and cleared the scene; odor came from painting in the AS&T building.

CAD #: 2011-07-26-06110  
Reported: 07/26/2011 1236  
Occurred: Same  
Incident: Fire/Smoke/Sprinkler Alarm  
Location: Ceramics and Sculpture  
Comments: Alarm activation and immediate reset to normal; fire department not needed.

CAD #: 2011-07-25-06076  
Reported: 07/25/2011 1535  
Occurred: Same  
Incident: Fire/Smoke/Sprinkler Alarm  
Location: Ceramics and Sculpture  
Comments: Alarm activation caused by a belt hanging on one of the machines; fire department responded and cleared the scene.

CAD #: 2011-07-12-05673  
Reported: 07/12/2011 0536  
Occurred: Same  
Incident: Fire/Smoke/Sprinkler Alarm  
Location: Griffin Hall  
Comments: Alarm activation caused by unknown cause; fire department responded and cleared the scene.

CAD #: 2011-07-11-05657  
Reported: 07/11/2011 1947  
Occurred: Same  
Incident: Fire/Smoke/Sprinkler Alarm  
Location: Dorm—University Suites  
Comments: Alarm activation caused by steam from shower; fire department responded and cleared the scene.
2011 Daily Fire Log

CAD #: 2011-07-04-05485
Reported: 07/04/2011 1616
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Commonwealth Hall
Comments: Alarm activation caused by unknown cause; fire department responded and cleared the scene.

CAD #: 2011-07-03-05448
Reported: 07/03/2011 0817
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Commonwealth Hall
Comments: Sprinkler alarm activation caused by dry pipe; fire department responded and cleared the scene.

June 2011

CAD #: 2011-06-30-05361
Reported: 06/30/2011 1055
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Landrum Academic Center
Comments: Alarm activation caused by dust; fire department responded and cleared the scene.

CAD #: 2011-06-24-05204
Reported: 06/24/2011 1417
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Callahan Hall
Comments: Alarm activation caused by custodians cleaning in elevator.

CAD #: 2011-06-21-05112
Reported: 06/21/2011 2034
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Business Education Psychology Center
Comments: Alarm activation caused by unknown cause; fire department responded and cleared the scene.

CAD #: 2011-06-17-04990
Reported: 06/17/2011 2045
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Callahan Hall
Comments: Alarm activation caused by hamburgers being left on stove; fire department responded and cleared the scene; no fire.
2011 Daily Fire Log

**May 2011**

CAD #: 2011-05-25-04217
Reported: 05/25/2011 0830
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarms
Location: Ceramics and Sculpture
Comments: Alarm activation that reset and cleared itself; no fire/no smoke.
<table>
<thead>
<tr>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>CAD #:</td>
<td>2011-05-09-03879</td>
<td>Reported:</td>
<td>05/09/2011 1538</td>
<td>Occurred:</td>
<td>Same</td>
<td>Incident:</td>
<td>Fire/Smoke/Sprinkler Alarms</td>
<td>Location:</td>
<td>Dorm—University Suites</td>
<td>Comments:</td>
<td>Alarm activation caused by steam for the shower; fire department responded and cleared the scene.</td>
</tr>
<tr>
<td><strong>April 2011</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>CAD #:</td>
<td>2011-04-28-03582</td>
<td>Reported:</td>
<td>04/28/2011 1634</td>
<td>Occurred:</td>
<td>Same</td>
<td>Incident:</td>
<td>Fire/Smoke/Sprinkler Alarm</td>
<td>Location:</td>
<td>Ceramics and Sculpture</td>
<td>Comments:</td>
<td>Smoke alarm activation caused by saw dust in filter; fire department responded and cleared the scene.</td>
</tr>
</tbody>
</table>
2011 Daily Fire Log

CAD #: 2011-04-25-03506
Reported: 04/25/2011 0534
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Albright Health Center
Comments: Smoke alarm activation caused by equipment error; fire department responded and cleared the scene.

Report #: 2011-00203
Reported: 04/17/2011 1810
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Ceramics and Sculpture
Disposition: Report—Closed
Comments: Alarm activation caused by a student using a blow torch.

CAD #: 2011-04-13-03103
Reported: 04/13/2011 1050
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Ceramics and Sculpture
Comments: Alarm activation caused by a student using a blow torch.

CAD #: 2011-04-12-03081
Reported: 04/12/2011 1048
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—University Suites
Comments: Smoke alarm activation caused by steam from shower; fire department responded and cleared the scene.

CAD #: 2011-04-12-03078
Reported: 04/12/2011 0707
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Woodcrest (Willow)
Comments: Alarm activation caused by moisture in the panel; fire department responded and cleared the scene.

CAD #: 2011-04-05-02876
Reported: 04/05/2011 1532
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Albright Health Center
Comments: Alarm activation caused by faulty smoke detector in mechanical room; fire department responded and cleared the scene.
<table>
<thead>
<tr>
<th>CAD #</th>
<th>Reported</th>
<th>Occurred</th>
<th>Incident</th>
<th>Location</th>
<th>Comments</th>
</tr>
</thead>
<tbody>
<tr>
<td>2011-00154</td>
<td>03/26/2011 1314</td>
<td>Same</td>
<td>Fire/Smoke/Sprinkler Alarm</td>
<td>Dorm—Callahan Hall</td>
<td>Fire alarm activation caused by burnt food being cooked on the stovetop; fire department responded and cleared the scene.</td>
</tr>
<tr>
<td>2011-03-23-02490</td>
<td>03/23/2011 1556</td>
<td>Same</td>
<td>Fire/Smoke/Sprinkler Alarm</td>
<td>Founders Hall</td>
<td>Alarm activation caused by storm; fire department responded and cleared the scene.</td>
</tr>
<tr>
<td>2011-03-23-02487</td>
<td>03/23/2011 1333</td>
<td>Same</td>
<td>Fire/Smoke/Sprinkler Alarm</td>
<td>Albright Health Center</td>
<td>Alarm activation caused by system malfunction; fire department responded and cleared the scene.</td>
</tr>
<tr>
<td>2011-03-22-02469</td>
<td>03/22/2011 2220</td>
<td>Same</td>
<td>Fire/Smoke/Sprinkler Alarm</td>
<td>Dorm—University Suites</td>
<td>Alarm activation caused by aerosol hairspray; fire department responded and cleared the scene.</td>
</tr>
<tr>
<td>2011-03-20-02372</td>
<td>03/20/2011 0211</td>
<td>Same</td>
<td>Fire/Smoke/Sprinkler Alarm</td>
<td>Ceramics and Sculpture</td>
<td>Smoke alarm activation caused by system malfunction; fire department responded and cleared the scene.</td>
</tr>
</tbody>
</table>
Report #: 2011-00145
Reported: 03/19/2011 1610
Occurred: Same
Incident: Fire
Location: Service drive between Albright Health Center & baseball complex
Disposition: Report—Closed
Comments: Small trash can fire caused by cigarette; fire department responded and extinguished fire with extinguisher.

Report #: 2011-00144
Reported: 03/18/2011 2258
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—University Suites
Disposition: Report—Closed
Comments: Fire alarm activation caused by steam from hair dryer; fire department responded and cleared the scene.

CAD #: 2011-03-09-02083
Reported: 03/09/2011 0346
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—University Suites
Comments: Alarm activation caused by unknown cause; fire department responded and cleared the scene.

CAD #: 2011-03-08-02063
Reported: 03/08/2011 1557
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Ceramics and Sculpture
Comments: Alarm activation caused by maintenance on alarm system.

CAD #: 2011-03-03-01919
Reported: 03/03/2011 2114
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—University Suites
Comments: Alarm activation caused by burnt popcorn; fire department responded and cleared the scene.

CAD #: 2011-03-01-01873
Reported: 03/01/2011 1750
Occurred: Same
Incident: Smoke—No Alarm
Location: Albright Health Center
Comments: Smoke caused by burnt popcorn; fire department responded and cleared the scene.
<table>
<thead>
<tr>
<th>Report #:</th>
<th>2011-00099</th>
</tr>
</thead>
<tbody>
<tr>
<td>Reported:</td>
<td>02/22/2011 1856</td>
</tr>
<tr>
<td>Occurred:</td>
<td>Same</td>
</tr>
<tr>
<td>Incident:</td>
<td>Fire/Smoke Alarm</td>
</tr>
<tr>
<td>Location:</td>
<td>Steely Library</td>
</tr>
<tr>
<td>Disposition:</td>
<td>Report—Closed</td>
</tr>
<tr>
<td>Comments:</td>
<td>Alarm activation caused by oil on elevator engine casing burning off; fire department responded and cleared the scene; no fire.</td>
</tr>
</tbody>
</table>

| CAD #:           | 2011-02-15-01454 |
| Reported:        | 02/15/2011 2104  |
| Occurred:        | Same             |
| Incident:        | Fire/Smoke/Sprinkler Alarm |
| Location:        | Dorm—University Suites |
| Comments:        | Alarm activation caused by burnt popcorn; fire department responded and cleared the scene. |

| CAD #:           | 2011-02-11-01313 |
| Reported:        | 02/11/2011 1229  |
| Occurred:        | Same             |
| Incident:        | Fire/Smoke/Sprinkler Alarm |
| Location:        | Lucas Administration Bldg. |
| Comments:        | Smoke alarm activation caused by burnt toast; fire department responded and cleared the scene. |

| Report #:         | 2011-00080       |
| Reported:         | 02/10/2011 1726  |
| Occurred:         | Same             |
| Incident:         | Fire             |
| Location:         | Norse Commons Cafeteria |
| Disposition:      | Report—Closed    |
| Comments:         | Grease fire on grill; fire put out with fire extinguishers; fire department responded and cleared the scene. |

| CAD #:           | 2011-02-07-01216 |
| Reported:        | 02/07/2011 2104  |
| Occurred:        | Same             |
| Incident:        | Fire/Smoke/Sprinkler Alarm |
| Location:        | Dorm—University Suites |
| Comments:        | Alarm activation caused by burnt popcorn; fire department responded and cleared the scene. |
2011 Daily Fire Log

CAD #: 2011-02-01-01006
Reported: 02/01/2011 1926
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Woodcrest (Willow)
Comments: Alarm activated by accident; fire department responded and cleared the scene.

**January 2011**

CAD #: 2011-01-09-00155
Reported: 01/09/2011 1623
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—Norse Commons
Comments: False fire alarm activation; fire department responded and cleared the scene.

CAD #: 2011-01-03-00019
Reported: 01/03/2011 1810
Occurred: Same
Incident: Fire/Smoke/Sprinkler Alarm
Location: Dorm—University Suites
Comments: Smoke alarm activation caused by burnt food; fire department responded and cleared the scene.